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What this standard covers

This standard specifies the static var compensator (SVC) closed water cooling systems

constitute the main technical parameters, functions, protection, technology and testing

requirements. This section applies to the transmission system and distribution system used

in the SVC subsystems closed water cooling device (hereinafter referred to as

water-cooling device). SVC 6kV and above can be applied to the power system, which can

be directly thyristor controlled slip attached to 6kV ~ 66 (63) kV system.
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