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What this standard covers

This standard applies to ± 500kV HVDC converter stations and below the newly installed

secondary electrical equipment.

Document data

International classification (ICS): 27.100.

Chinese classification (CCS): F24.

Estimated length of the Chinese original: 26,241 words.

Standards quoted by this document

GB/T 7261; GB/T 13498; JJG 313; JJG 314; DL/T 995-2006
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