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What this standard covers

This standard specifies the operation of gas-insulated metal-enclosed switchgear status

information classification, state evaluation classification, the basic requirements of state

evaluation, state quantitative quantitative standards, components and overall evaluation.

This standard applies to the system voltage level 110 (66) kV ~ 750kV gas-insulated

metal-enclosed switchgear (referred to as GIS).
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