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What this standard covers

This standard specifies the test items, basic requirements, test methods, test cycles, test

results determination and processing of the online monitoring device for dissolved gases in

transformer oil (hereinafter referred to as the online monitoring device). This standard

applies to the on-site testing of the online monitoring device for dissolved gases in

transformer oil.
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