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What this standard covers

This standard specifies the technical rules and precautions for the generation of test

voltage, test wiring, selection of main components and test methods involved in the on-site

DC high voltage test. This standard is applicable to DC withstand voltage test and DC

leakage current test of high voltage electrical equipment insulation in substation, power

plant site and in repair workshop and laboratory conditions.

Document data

International classification (ICS): 29.040.10.

Chinese classification (CCS): E38.

Estimated length of the Chinese original: 12,174 words.

Supersedes the earlier edition DL/T 474.2-2006.

Standards quoted by this document

GB/T 16927.1; GB/T 16927.2
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