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What this standard covers

This standard applies to plant station collection terminal manufacturing, testing and use.

This standard DL/T 698. 31 energy information collection terminal common technical

requirements, based on the provisions of the plant collection terminal station the special

requirements and corresponding test methods and inspection rules.
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