
ICS 97.130.20

CCS J 73 SB

INDUSTRY STANDARD OF THE

PEOPLE'S REPUBLIC OF CHINA

SB/T 10795-2012

Test method of forced ventilation and natural convection air
cooler

(English Translation)

Issued on: September 19, 2012 Implemented on: December 1, 2012

Issued by: Ministry of Commerce of the People's Republic of China

Chinastandards.org

Preview: page 1 of 2 shown, 19 in the full document. Complete English PDF, instant download:

https://chinastandards.org/standards/sb-t-10795-2012

https://chinastandards.org/standards/sb-t-10795-2012


Table of Contents

What this standard covers .................................................................................................... 1

Document data ..................................................................................................................... 2

What this standard covers

This standard specifies the air flow and cooling test methods for forced ventilation and

natural convection air coolers used in refrigeration systems. This standard does not apply to

air conditioning installations of air conditioning units for cooling and air flow rates as

specified in other standards.
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