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What this standard covers

This standard specifies the technical requirements and methods for the hygienic evaluation

of newly built, renovated, and expanded centralized air-conditioning and ventilation systems

in public places (hereinafter referred to as centralized air-conditioning and ventilation

systems). This standard is applicable to the design, completion acceptance and hygienic

evaluation during operation of centralized air-conditioning and ventilation systems in public

places. The hygienic evaluation of centralized air-conditioning and ventilation systems in

other places shall be implemented with reference.
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