
ICS 11.020

CCS C 50 WS

INDUSTRY STANDARD OF THE

PEOPLE'S REPUBLIC OF CHINA

WS/T 807-2022

Performance verification of clinical microbial culture,
identification and antimicrobial susceptibility testing systems

(English Translation)

Issued on: November 2, 2022 Implemented on: May 1, 2023

Issued by: National Health Commission

Chinastandards.org

Preview: page 1 of 2 shown, 17 in the full document. Complete English PDF, instant download:

https://chinastandards.org/standards/ws-t-807-2022

https://chinastandards.org/standards/ws-t-807-2022


Table of Contents

What this standard covers .................................................................................................... 1

Document data ..................................................................................................................... 2

What this standard covers

This standard specifies the requirements for system performance verification of clinical

microbial morphology inspection, culture, identification, drug sensitivity, and molecular

real-time detection. This standard applies to medical laboratories that conduct clinical

microbiological testing.
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