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What this standard covers

This standard specifies -UPS uninterruptible power systems (hereinafter referred to as UPS

systems) the conditions of use, maintenance, and on-site inspection project cycle, the

indicator and detection methods. This standard applies to Communications Authority

(station) in the UPS system.
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