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What this standard covers

This standard stipulates the division of lightning protection zones of nearby residential

buildings when the base station is struck by lightning strikes, the distribution of lightning

currents in buildings, the influence of lightning, the protection measures of stride voltage

and contact voltage, and the protection of residential electrical equipment.
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