YD

INDUSTRY STANDARD OF THE

PEOPLE'S REPUBLIC OF CHINA

YD/T 3981-2021

Technical requirements and test methods for spray
liguid-cooled server systems in data centers

HRFOBIRIVR LIRS SRR GARBRRMMIA TS &

(English Translation)

Issued on: December 2, 2021 Implemented on: April 1, 2022

Issued by: Ministry of Industry and Information Technology

Preview: page 1 of 2 shown, 11 in the full document. Complete English PDF, instant download:
https://chinastandards.org/standards/yd-t-3981-2021


https://chinastandards.org/standards/yd-t-3981-2021

Table of Contents

What this standard covers

Document data

What this standard covers

This standard specifies the technical requirements and test methods for the piping
arrangement, cooling liquid and monitoring, power supply and distribution, fire fighting and
other subsystems of the sprinkler liquid cooling server system in the data center. This
standard applies to the technical guidance of the design, construction, deployment,
operation and maintenance of the spray-type liquid cooling server system.
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